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LEVEL 2, WING C, PARTIAL FLOOR PLAN: PHASING PLAN
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KEYED NOTES:
@ EQUIPMENT MAY REQUIRE ACCESS FOR A SHORT DURATION.

@ EQUIPMENT MAY REQUIRE ACCESS.

@ PATH OF EGRESS MAY BE REQUIRED DURING PHASE 11.
COORDINATE REQUIREMENTS AND SCHEDULE WITH COR.

@ EQUIPMENT REQUIRING TEMPORARY ENCLOSURE AND
PRESSURIZED FILTRATION DURING PHASE 12 AND 13. REFER
TO DETAIL 2, THIS SHEET.

UNISTRUT CHANNELS, APPROXIMATELY
26 FT LONG X 10 FT WIDE, FIELD VERIFY
REQUIRED DIMENSIONS.

> a FULL HEIGHT/LENGTH WEIGHTED CURTAINS
‘ ONALL SIDES OF ENCLOSURE. PROVIDE

GAP AT BOTTOM FOR SUPPLY AIR RELIEF.
ROLL CURTAINS UP WHEN NOT IN USE TO
COVER TOP WITH 112" FIRE ALLOW ACCESS TO EQUIPMENT.
TREATED PLYWOOD.
GE%?’EETPEYHVXISSIIEJLEO —~=— UNISTRUT CHANNELS WITH FLOOR
' BRACKET TO PROTECT EXISTING
FLOORING, HEIGHT AS REQD.
PROVIDE INTERMEDIATE/
W SUPPORT/CROSS BRACING
ASREQD. v
DUCT COLLAR FOR
CONNECTING PORTABLE FAN
WITH HEPA FILTRATION. ’
REMOVE FAN AND DUCTWORK

WHEN NOT IN USE.

TEMPORARY EQUIPMENT ENCLOSURE

N.T.S.

The seal appearing on this document was
authorized by Robert M. Dawes, 22679 on
8/19/2013. Alteration of a sealed document
without proper notification to the responsible
engineer is an offense under the
Oklahoma Engineering Practice Act.
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